This paper is concerned with the applicability of statecharts for the discrete control of production systems. We show first how it is possible to build a control model described with the statecharts formalism and taking into account :
-Introduction
The classical V-shaped model of the life-cycle of an Automated Production System (APS) (Figure 1 ) is composed of several phases. The work presented in this paper focuses on the points 4 (conception of the control part) and 5 (implementation of the control part). During each of these two phases, a model is to be built. The conception phase aims at elaborating an accurate control model to describe all the possible evolutions of the system. The objective of the implementation phase is to produce a controller program compliant with the previously elaborated control model.
With concern for standardisation, it is obvious that IEC 61131-3 languages must be used for the controller program. On the other hand it is not so easy to choose the most suitable language for control model elaboration. Several languages like Grafcet, control Petri nets, statecharts, are candidates. All these languages are based on state machines (Moore machine, Mealy machine). For sequential systems with parallelism, selection, rendez-vous mechanisms, Grafcet [IEC 60848 ] and control Petri nets are very powerful languages. This explains their popularity with control engineers. The diagrams proposed by David Harel [Harel.87] , called statecharts, are based on an extended state-transition formalism which also allows one to express parallelism, concurrency and communication between states. Its most interesting characteristic from our viewpoint is the concept of state hierarchy (some states can be refined and include substates). Software environments, like STATEMATE, STATEFLOW, enabling one to design statecharts models are to-day available and several papers dealing with statecharts semantics [Harel.96] or presenting application cases have been published. Nevertheless, and as far as we know, no application to a real automated production system with several tens input/output control variables and real actuators control has been presented. Moreover no method enabling one to structure a statecharts model has been given.
When building the control model of a real production system, it is however necessary:
• To have at one's disposal some structure criteria • To be able to express the control of real actuators, in order to generate physical control outputs. So the aim of our study is to evaluate the possibility to use statecharts when modelling the control of a real production system. More precisely we intend :
• To develop a method enabling us to structure a statecharts model according to relevant criteria • To test the potentiality of statecharts for actuators control description • To develop a method of translation of a statecharts model into a IEC 61131-3 program. The paper is organised as follows: We present in chapter 2 the method developed in order to elaborate the control model. This method comprises two phases. First, a state hierarchy is defined based on the operation modes of the production system and on its physical structure. Then, all the states of this hierarchy are refined; their refinement depends on the actuators` technology. We obtain at last a statecharts model able to control all the outputs. In chapter 3 is presented the translation method from a statecharts model into a PLC program. The conclusions and the perspectives of this study are presented in chapter 4. 
-Model Elaboration
The equipment used for the present work is an automated production machine belonging to the LURPA and named INDEXA. This equipment is a typical automated production system. So the obtained conclusions, either for the statecharts model structure or for the PLC program building, can be adopted for any other automated production system control.
The purpose of this machine (see figures 2 and 3) is to place covers on jam jars. The normal operation mode of this machine is the following:
• The jam jars are carried to the initial position by a conveyor actuated by an electric motor. This position is one of the four stable positions of a table that rotates with a "croix de malte" mechanism.
• The second position is the work station, where the covers are conveyed and screwed upon the jars, by combined movements of an horizontal cylinder, a vertical cylinder and a pneumatic rotation head (rotation movement). A cover warehouse is also available at this table position.
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• The third position is the output of the jars with covers, using the same conveyor as the first position.
• The fourth position is empty.
• The rotation of the table is performed by a "croix de malte" mechanism driven by an electric motor. The table's rotation carried out with a "croix de malte" mechanism enables a high precision positioning and the use of a single conveyor. (Positions 1 and 3 of the table) . This normal operation mode can be executed: -Manually. The movement from a position to the following one requires an action of the operator. -Automatically. Moreover, three others states, corresponding to operation modes without added value, but mandatory for safety reasons, have been defined.
-Emergency Stop: machine without electric and pneumatic energy. This state is activated by pushing on the emergency bottom or by opening the physical protections of the machine. -Stand by: This state is an intermediate state between the "Without Energy" state and the "Initial" state. To reach this state from the "Without energy" state the operator has to push the "Energy" button; to leave this state he has to push the "Initialisation" button. All the actuators go then automatically to their initial position. To create the first sketch of the INDEXA statecharts model, the state hierarchy presented in figure 4 has been used. We obtain the model of the figure 5 in which the state hierarchy is the previous one and the transitions are those authorised with regard to the machine requirements. This first model does not take into account the actuators technology (e.g. mono-stable or bi-stable devices). In order to generate the physical outputs of the control system, a more detailed model is to be developed. To elaborate this model, the previous states are refined in sub-states just into the lower control level. For instance, the figure 6 shows the refinement of the Operations state included in the Automatic super-state of the Figure 5 . -A five levels hierarchy has been defined to structure this model.
-Most of the transitions labels includes just a trigger; action are used only in the labels of the transitions linking the elementary states, like in figure 6.
-Implementation
The INDEXA machine is controlled by a Programmable Logic Controller (PLC). Instead of the programming environment supplied with this controller, we have decided to use the ISAGRAF tool in order to implement the control model. This software tool enables one to develop programs in IEC 61131-3 standard languages, to simulate them and to generate code for a target controller.
We have only considered in our study the Sequential Function Charts (SFC) and Ladder Diagram (LD) languages, because these languages are the most commonly used for PLC programming in industry and because of the recent advances in the field of formal verification, [Lampérière.99], [Rossi.00] , [Lampérière.00]. Moreover, the ISAGRAF software allows one to build a hierarchy of SFC by defining "father" and "son" SFC.
We have elaborated our PLC program from the statecharts model in the following way :
• The SFC program has the same structure as the statecharts model presented in figure 4 . For instance, the
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SFC "INDEXA" is the main program and is the father of the "In Production" and "Out of Production" SFC and the programs "Automatic" and "Manual" are the sons of the "In Production" program.
• The ladder is used for generating the physical outputs of the system.
The figure 7 shows a statecharts model (Automatic) and its translation into an SFC program. Figure 7 ) State Automatic and its translation into an SFC program "Automatic"
This figure shows that each macro-state gives rise to two steps, the first one setting the SFC program corresponding to this macro-state and the other resetting it. For instance, when the step 2 of the "Automatic" SFC is activated, the "Preparation" SFC program (see figure 9) is set and can then run. When the condition "t1" becomes true the transition between the steps 2 and 3 is fired, the step 3 is activated and the "Preparation" SFC program is reset (no active step). This condition "t1" is merely "
Step 7 of Preparation SFC program is active", which enables us to synchronise the two SFC programs ("Automatic" and "Preparation") . At the end of the "Preparation" program indeed, the transition between the steps 2 and 3 of the "Automatic" SFC is fired, then the transition between the steps 3 and 4 is also fired which produces the set of the "Operations" SFC in compliance with the statecharts model.
The "Preparation" state presented in figure 8 is the base to the SFC and LD program "Preparation" in figure 9 . In this case four sub-states have simultaneous development, so, to the correspondent SFC, there are four parallel and independent evolutions ( Figure 9 ). The transitions are the transitions of the sequences and the system's physical outputs are represented in the ladder program. These outputs are presented as follows:
- All the statecharts states have been translated into the correspondent SFC programs according to the structure presented in figure 4 , and all the physical system outputs have been represented in the Ladder program, following the presented rules.
The PLC program has been tested by using simulation tools of the ISAGRAF environment. The obtained behaviour is the expected one.
-Conclusions and perspectives
This study has shown that the statecharts formalism can be used to elaborate a production system control model providing that : -A state hierarchy based on operating modes of the system has been previously clearly defined -The relations between the internal evolutions of the model and those of its outputs have been specified.
We think that statecharts have been mainly developed for software control. The use of this formalism for physical devices control modelling requires these two adaptations. Our work has also permitted us to systematise the elaboration of a PLC program in SFC and LD languages from a statecharts model.
Future works are numerous and significant : -First the definition of a sound temporal model of statecharts enabling to link internal evolutions to input/output changes is to be proposed -Properties checking on the control model and on the PLC program should be performed in order to ensure the safety of the control. 
